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except §§ 154.1045 and 154.1047, which 
apply to petroleum oils. 

§ 154.1325 Response plan development 
and evaluation criteria for facilities 
that handle, store, or transport 
other non-petroleum oils. 

(a) An owner or operator of a facility 
that handles, stores, or transports 
other non-petroleum oils must provide 
information in his or her plan that 
identifies— 

(1) Procedures and strategies for re-
sponding to a worst case discharge of 
other non-petroleum oils to the max-
imum extent practicable; and 

(2) Sources of the equipment and sup-
plies necessary to locate, recover, and 
mitigate such a discharge. 

(b) An owner or operator of a facility 
that handles, stores, or transports 
other non-petroleum oils must ensure 
that any equipment identified in a re-
sponse plan is capable of operating in 
the conditions expected in the geo-
graphic area(s) in which the facility 
operates using the criteria in Table 1 of 
appendix C of this part. When evalu-
ating the operability of equipment, the 
facility owner or operator must con-
sider limitations that are identified in 
the ACPs for the COTP zone in which 
the facility is located, including— 

(1) Ice conditions; 
(2) Debris; 
(3) Temperature ranges; and 
(4) Weather-related visibility. 
(c) The owner or operator of a facil-

ity that handles, stores, or transports 
other non-petroleum oils must identify 
the response resources that are avail-
able by contract or other approved 
means as described in § 154.1028(a). The 
equipment identified in a response plan 
must include— 

(1) Containment boom, sorbent boom, 
or other methods for containing oil 
floating on the surface or to protect 
shorelines from impact; 

(2) Oil recovery devices appropriate 
for the type of other non-petroleum 
oils handled; and 

(3) Other appropriate equipment nec-
essary to respond to a discharge involv-
ing the type of oil handled. 

(d) Response resources identified in a 
response plan under paragraph (c) of 
this section must be capable of com-
mencing an effective on-scene response 

within the times specified in this para-
graph for the applicable operating area: 

Tier 
1 

(hrs.) 

Tier 
2 

Tier 
3 

Higher volume port area ....................... 6 N/A N/A 
Great Lakes .......................................... 12 N/A N/A 
All other river and canal, inland, near-

shore, and offshore areas ................. 12 N/A N/A 

(e) A response plan for a facility that 
handles, stores, or transports other 
non-petroleum oils must identify re-
sponse resources with firefighting ca-
pability. The owner or operator of a fa-
cility that does not have adequate fire-
fighting resources located at the facil-
ity or that cannot rely on sufficient 
local firefighting resources must iden-
tify and ensure, by contract or other 
approved means as described in 
§ 154.1028(a), the availability of ade-
quate firefighting resources. The re-
sponse plan must also identify an indi-
vidual located at the facility to work 
with the fire department on other non- 
petroleum oil fires. This individual 
shall also verify that sufficient well- 
trained firefighting resources are avail-
able within a reasonable response time 
to a worst case scenario. The indi-
vidual may be the qualified individual 
as defined in § 154.1020 and identified in 
the response plan or another appro-
priate individual located at the facil-
ity. 

(f) The response plan for a facility 
that is located in any environment 
with year-round preapproval for use of 
dispersants and that handles, stores, or 
transports other non-petroleum oils 
may request a credit for up to 25 per-
cent of the worst case planning volume 
set forth by subpart F of this part. To 
receive this credit, the facility owner 
or operator must identify in the plan 
and ensure, by contract or other ap-
proved means as described in 
§ 154.1028(a), the availability of speci-
fied resources to apply the dispersants 
and to monitor their effectiveness. The 
extent of the credit will be based on 
the volumes of the dispersant available 
to sustain operations at the manufac-
turers’ recommended dosage rates. 
Identification of these resources does 
not imply that they will be authorized 
for use. Actual authorization for use 
during a spill response will be governed 
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by the provisions of the NCP and the 
applicable ACP. 

Subparts J–O [Reserved] 

Subpart P—Marine Vapor Control 
Systems 

SOURCE: USCG–1999–5150, 78 FR 42618, July 
16, 2013, unless otherwise noted. 

GENERAL 

§ 154.2000 Applicability. 
(a) Except as specified by paragraphs 

(b) through (g) of this section, this sub-
part applies to— 

(1) Each facility that controls vapors 
emitted to or from vessel cargo tanks; 

(2) A vessel, other than a tank vessel, 
that has a vapor processing unit lo-
cated onboard for recovery, destruc-
tion, or dispersion of vapors from a 
tank vessel’s cargo tanks; 

(3) Certifying entities that review, in-
spect, test, and certificate facility 
vapor control systems (VCSs); or 

(4) A facility VCS that receives cargo 
vapor from a vessel when the VCS is 
connected to a facility’s main VCS 
that serves plant processing areas, 
such as tank storage areas or tank 
truck or railcar loading areas, unre-
lated to tank vessel operations. The re-
quirements of this subpart apply be-
tween the vessel vapor connection and 
the point where the VCS connects to 
the facility’s main VCS. 

(b) Each facility VCS that began op-
erating on or after July 23, 1990, and 
that is certified as in compliance with 
33 CFR part 154, subpart E on August 
15, 2013, or each existing tank barge 
cleaning facility VCS that meets the 
safety Standards of Navigation and 
Vessel Inspection Circular No. 1–96, 
must comply with 33 CFR part 154, sub-
part P by August 15, 2016. Certifi-
cations, approvals of alternatives, and 
grants of exemption in effect on Au-
gust 15, 2013, remain in effect after that 
date and as specified in the certifi-
cation, approval, or grant. 

(c) A facility with a Coast Guard-ap-
proved VCS operating prior to July 23, 
1990, must comply with 33 CFR 154.2150 
but otherwise need not comply with 
this subpart so long as it does not have 
any design or configuration alterations 

after its approval and receives cargo 
vapor only from the specific vessels for 
which it was originally approved. 

(d) A facility that uses a vapor bal-
ancing system to transfer vapor from a 
railcar or a tank truck to a vessel 
cargo tank while offloading the vessel 
must obtain approval in writing from 
the Commandant and make that ap-
proval available for Coast Guard in-
spection upon request. 

(e) A facility that transfers vapor 
from a facility tank to a cargo tank of 
a vessel which is not offloading cargo 
must obtain approval in writing from 
the Commandant and make that ap-
proval available for Coast Guard in-
spection upon request. 

(f) A tank vessel that has a perma-
nent or portable vapor processing unit 
located onboard must comply with ap-
plicable requirements of this subpart 
and 46 CFR part 39. 

(g) This subpart does not apply to the 
collection of vapors of liquefied flam-
mable gases as defined in 46 CFR 30.10– 
39. 

(h) This subpart does not require a 
facility or a vessel to control vapor, or 
a vessel to take away vapor from facili-
ties; however, if a facility operates a 
VCS to control vapor to or from ves-
sels, the facility must comply with the 
requirements of this subpart. 

(i) In this subpart, regulatory meas-
urements, whether in the metric or 
English system, are sometimes fol-
lowed by approximate equivalent meas-
urements in parentheses, which are 
given solely for the reader’s conven-
ience. Regulatory compliance with the 
regulatory measurement is required. 

§ 154.2001 Definitions. 

As used in this subpart only: 
Ambient temperature means the tem-

perature of the environment in which 
an experiment is conducted or in which 
any physical or chemical event occurs. 

Barge cargo connection means the 
point in a barge’s cargo system where 
it connects with the hose assembly or 
loading arm used for cargo transfer. 

Barge vapor connection means the 
point in a barge’s piping system where 
it connects to a vapor collection hose 
or arm. This may be the same as the 
barge’s cargo connection as it controls 
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